
 
  

 

 

 
September 24, 2014

Mr. Christopher Mann 
ACB Consulting Services 
292 Lafayette Street 
Newark, NJ 07102 

Dear Mr. Mann: 
 
Please be advised that asbestos abatement work associated with the Newark Housing Authority (NHA) former 
Reverend Otto E. Kretchner Homes Assembly Hall facility located at 71 Ludlow Street, Newark, NJ was 
completed from August 20, 2014 through September 24, 2014, in accordance with the procedures approved by the 
New Jersey Department of Labor (N.J.A.C. 12:120), the U.S. Environmental Protection Agency (USEPA) (40 
CFR 763), and all applicable variances.  The following is a table indicating materials, locations and approximate 
quantities of material removed: 

Location Material Removed Quantity Procedure Used 

Exterior Elevations Exterior Door and Window 
Frame Caulk 705 LF Exterior Non-Friable 

Chimney Stack (white) Expansion 
Joint/Expansion Joint Caulk 1 LF Exterior Non-Friable 

Roof Areas 

Pitch Pocket Material 2 SF 

Exterior Non-Friable 
Base Flashing 746 SF 

Base Flashing Tar 475 SF 
Vent Flashing/Tar 17 SF (6 units) 

Parapet Coping Stone Seam Caulk 774 LF 

Gymnasium Office Glue Backing to 4” (black) 
Cove Base Molding 160 LF Interior Non-Friable 

Pipe/Pipe Fitting Insulation Boiler Room/Lower Floors 
(throughout) 70 LF (+/-) Full Containment (variance for 

no ceiling, wall & floor poly) 

Pipe/Pipe Fitting Debris Boiler Room/Lower Floors 
(throughout) 400 SF Under Negative Pressure 

Boiler & Breaching 
Insulation Boiler Room 870 SF Full Containment (variance for 

no ceiling, wall & floor poly) 

Tank Insulation Boiler Room 62 SF Full Containment (variance for 
no ceiling, wall & floor poly) 

Electrical Bolt Pads Electrical Room 4 Units Intact Removal 
Electrical Panel Door 

Insulation Electrical Room  15 SF Intact Removal 

1st Floor (throughout) Vinyl Floor Tile & Mastic 
(multiple layers) 2,750 SF Interior Non-Friable 
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The abatement was performed by Apex Development Incorporated and clearance air testing was conducted by a 
Matrix New World Engineering, Inc. (Matrix) Project Monitor inside and outside the interior “large” work areas 
(floor tile and thermal system insulation removals) in accordance with the approved procedures, indicating 
airborne fiber levels below 0.01 f/cc and 70 S/mm2.  Please note: in accordance with the project specifications as 
well as New Jersey Administrative Code Title 12, Chapter 120 (N.J.A.C. 12:120); exterior non-friable removal is 
not subject to the final air clearance criteria.  During abatement (representative) air samples were collected by 
Matrix in order to document the work was being performed in a manner that was consistent with exterior “non-
friable”, and that there was no detectable fiber release during removal. 
 
A visual inspection of the abated areas was conducted upon completion of the removal.  Based upon the results of 
the during abatement air samples, post removal visual inspection and (as applicable) final clearance air testing, the 
area(s) listed above may be released for re-occupancy/demolition.  If you have any questions, please call me at 
973-585-9040. 
 
Sincerely,

Gavin Gilmore - Project Manager 
 
Attachment: (During Abatement) EMSL Lab Reports #051403805, #051404121, #051404120, #051404119,      

#051404225, #031435223 & #031436198; 
 (Clearance) EMSL Lab Reports #051404226 & #051404375 
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Sample
Volume

(liters)
Fibers/

mm²Fibers
LOD

(fib/cc) NotesLocation FieldsSample Date
Fibers/

cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 08/20/14 4:30 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

8/21/2014Analysis Date:
8/20/2014Collected:

051403805
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

82014-01

051403805-0001

1720.00 <7.018/20/2014At Remote Decon <5.5 100 <0.0020.002

82014-02

051403805-0002

1720.00 <7.018/20/2014At Ladder/Stairs to Roof <5.5 100 <0.0020.002

82014-03

051403805-0003

1720.00 <7.018/20/2014Middle Roof <5.5 100 <0.0020.002

82014-04

051403805-0004

<7.01 Field Blank8/20/2014Field Blank <5.5 100

82014-05

051403805-0005

<7.01 Field Blank8/20/2014Field Blank <5.5 100

The results reported have been blank corrected as applicable.

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 8/21/2014 3:12:53 PM 1

Analyst(s)

THIS IS THE LAST PAGE OF THE REPORT.

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Nicholas Maslowski (5)

Initial report from 08/21/2014  15:12:50

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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Sample
Volume

(liters)
Fibers/

mm²Fibers
LOD

(fib/cc) NotesLocation FieldsSample Date
Fibers/

cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/08/14 4:40 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/9/2014Analysis Date:
9/6/2014Collected:

051404121
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

0906-01

051404121-0001

1092.00 <7.019/6/2014Critical Barrier, S. Boiler 
Room Window

<5.5 100 <0.0020.002

0906-02

051404121-0002

1092.00 <7.019/6/2014Exhaust, S, Boiler Room 
Window

<5.5 100 <0.0020.002

0906-03

051404121-0003

1086.00 <7.019/6/2014Decon, First Floor Hallway <5.5 100 <0.0020.002

0906-04

051404121-0004

1074.00 <7.019/6/2014Work Route, Below Stairs <5.5 100 <0.0030.003

0906-05

051404121-0005

720.00 <7.019/6/2014Critical Barrier, S. Boiler 
Room Window

<5.5 100 <0.0040.004

0906-06

051404121-0006

720.00 <7.019/6/2014Exhaust, S, Boiler Room 
Window

<5.5 100 <0.0040.004

0906-07

051404121-0007

720.00 <7.019/6/2014Decon, First Floor Hallway <5.5 100 <0.0040.004

0906-08

051404121-0008

720.00 <7.019/6/2014Work Route, Below Stairs <5.5 100 <0.0040.004

0906-FB1

051404121-0009

<7.01 Field Blank9/6/2014Field Blank <5.5 100

0906-FB2

051404121-0010

<7.01 Field Blank9/6/2014Field Blank <5.5 100

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 9/9/2014 11:23:18 AM 1

Analyst(s)

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Susan Pollack (10)

Initial report from 09/09/2014  11:23:15

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/08/14 4:40 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/9/2014Analysis Date:
9/6/2014Collected:

051404121
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

The results reported have been blank corrected as applicable.

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 9/9/2014 11:23:19 AM 2

Analyst(s)

THIS IS THE LAST PAGE OF THE REPORT.

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Susan Pollack (10)

Initial report from 09/09/2014  11:23:15

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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Sample
Volume

(liters)
Fibers/

mm²Fibers
LOD

(fib/cc) NotesLocation FieldsSample Date
Fibers/

cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/08/14 4:40 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/9/2014Analysis Date:
9/7/2014Collected:

051404120
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

0907-01

051404120-0001

1025.00 14.69/7/2014Decon Entrance, 1st Floor 
Hallway

11.5 100 0.0060.003

0907-02

051404120-0002

1020.00 <7.019/7/2014Work Route, Below 
Stairway

<5.5 100 <0.0030.003

0907-03

051404120-0003

1025.00 10.29/7/2014Exhaust, S. Boiler Room 
Window

8 100 0.0040.003

0907-04

051404120-0004

1025.00 14.09/7/2014Critical Barrier, N. Boiler 
Room Window

11 100 0.0050.003

0907-05

051404120-0005

820.00 8.929/7/2014Decon Entrance, 1st Floor 
Hallway

7 100 0.0040.003

0907-06

051404120-0006

820.00 <7.019/7/2014Work Route, Below 
Stairway

<5.5 100 <0.0030.003

0907-07

051404120-0007

820.00 <7.019/7/2014Exhaust, S. Boiler Room 
Window

<5.5 100 <0.0030.003

0907-08

051404120-0008

820.00 <7.019/7/2014Critical Barrier, N. Boiler 
Room Window

<5.5 100 <0.0030.003

0907-FB1

051404120-0009

<7.01 Field Blank9/7/2014Field Blank <5.5 100

0907-FB2

051404120-0010

<7.01 Field Blank9/7/2014Field Blank <5.5 100

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 9/9/2014 11:20:39 AM 1

Analyst(s)

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Susan Pollack (10)

Initial report from 09/09/2014  11:20:35

http://www.EMSL.com
mailto:piscatawaylab@emsl.com


Sample
Volume

(liters)
Fibers/

mm²Fibers
LOD

(fib/cc) NotesLocation FieldsSample Date
Fibers/

cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/08/14 4:40 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/9/2014Analysis Date:
9/7/2014Collected:

051404120
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

The results reported have been blank corrected as applicable.

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 9/9/2014 11:20:40 AM 2

Analyst(s)

THIS IS THE LAST PAGE OF THE REPORT.

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Susan Pollack (10)

Initial report from 09/09/2014  11:20:35

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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Sample
Volume

(liters)
Fibers/

mm²Fibers
LOD

(fib/cc) NotesLocation FieldsSample Date
Fibers/

cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/08/14 4:40 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/9/2014Analysis Date:
9/8/2014Collected:

051404119
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

0908-01

051404119-0001

1035.00 14.69/8/2014Decon, 1st Floor Hallway 11.5 100 0.0050.003

0908-02

051404119-0002

1035.00 10.29/8/2014Work Route, Below 
Stairway

8 100 0.0040.003

0908-03

051404119-0003

1035.00 <7.019/8/2014Exhaust, S. Boiler Room 
Window

<5.5 100 <0.0030.003

0908-04

051404119-0004

1035.00 19.79/8/2014Waste Route, N. Boiler 
Room / Critical

15.5 100 0.0070.003

0908-05

051404119-0005

670.00 <7.019/8/2014Decon, 1st Floor Hallway <5.5 100 <0.0040.004

0908-06

051404119-0006

670.00 <7.019/8/2014Work Route, Below 
Stairway

<5.5 100 <0.0040.004

0908-07

051404119-0007

670.00 <7.019/8/2014Exhaust, S. Boiler Room 
Window

<5.5 100 <0.0040.004

0908-08

051404119-0008

670.00 <7.019/8/2014Waste Route, N. Boiler 
Room / Critical

<5.5 100 <0.0040.004

0908-09

051404119-0009

<7.01 Field Blank9/8/2014Field Blank <5.5 100

0908-10

051404119-0010

<7.01 Field Blank9/8/2014Field Blank <5.5 100

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 9/9/2014 11:17:17 AM 1

Analyst(s)

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Susan Pollack (10)

Initial report from 09/09/2014  11:17:12

http://www.EMSL.com
mailto:piscatawaylab@emsl.com


Sample
Volume

(liters)
Fibers/

mm²Fibers
LOD

(fib/cc) NotesLocation FieldsSample Date
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Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/08/14 4:40 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/9/2014Analysis Date:
9/8/2014Collected:

051404119
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

The results reported have been blank corrected as applicable.

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 9/9/2014 11:17:17 AM 2

Analyst(s)

THIS IS THE LAST PAGE OF THE REPORT.

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Susan Pollack (10)

Initial report from 09/09/2014  11:17:12

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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Sample
Volume

(liters)
Fibers/

mm²Fibers
LOD

(fib/cc) NotesLocation FieldsSample Date
Fibers/

cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/12/14 3:45 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/13/2014Analysis Date:
9/11/2014Collected:

051404225
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

0911-01

051404225-0001

1282.00 <7.019/11/2014Decon, 1st Floor Hallway <5.5 100 <0.0020.002

0911-02

051404225-0002

1295.00 <7.019/11/2014Work Route, Below 
Stairway

<5.5 100 <0.0020.002

0911-03

051404225-0003

1295.00 8.929/11/2014Critical, Middle 
Window/Door

7 100 0.0030.002

0911-04

051404225-0004

1295.00 7.019/11/2014Exhaust, Middle Ramp 5.5 100 0.0020.002

0911-05

051404225-0005

1259.00 <7.019/11/2014Waste Route, N. Boiler 
Room/Critical

<5.5 100 <0.0020.002

0911-FB1

051404225-0006

<7.01 Field Blank9/11/2014Field Blank <5.5 100

0911-FB2

051404225-0007

<7.01 Field Blank9/11/2014Field Blank <5.5 100

The results reported have been blank corrected as applicable.

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report PCM-7.22.0  Printed: 9/13/2014 1:32:11 PM 1

Analyst(s)

THIS IS THE LAST PAGE OF THE REPORT.

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.34, 21-50 fibers = 0.26, 51-100 fibers = 0.19. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requireements of NELAP unless otherwise noted. Results have been blank corrected 
as applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NJ NELAC 12037

Susan Pollack (7)

Initial report from 09/13/2014  13:32:08

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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EMSL Analytical, Inc.
307 West 38th Street, New York, NY 10018
Phone/Fax: (212) 290-0051 / (212) 290-0058
http://www.EMSL.com manhattanlab@emsl.com

031435223
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/12/14 10:43 AM

12-243-08/ 71 LUDLOW AVE/ NEWARK, NJ/ DURING REMOVAL

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/12/2014Analysis Date:
9/10/2014Collected:

Sample
Volume
(liters)

Fibers/
mm²Fibers

LOD
(fib/cc) NotesLocation FieldsSample Date

Fibers/
cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

0910-01

031435223-0001

1270.00 <7.019/10/2014OUTSIDE DECON 
CLEAN ROOM - DURING 
REMOVAL

<5.5 100 <0.0020.002

0910-02

031435223-0002

1290.00 <7.019/10/2014RAMP OUTSIDE AFD 
BANK - DURING 
REMOVAL

<5.5 100 <0.0020.002

0910-03

031435223-0003

1315.00 <7.019/10/2014OUTSIDE BOILER 
ROOM AFD BANK - 
DURING REMOVAL

<5.5 100 <0.0020.002

0910-04

031435223-0004

1335.00 9.559/10/2014OUTSIDE WASTE 
CONTAINER - DURING 
REMOVAL

7.5 100 0.0030.002

0910-05

031435223-0005

1630.00 10.29/10/2014OUTSIDE DECON 
CLEAN ROOM - DURING 
REMOVAL

8 100 0.0020.002

0910-06

031435223-0006

1520.00 7.019/10/2014RAMP OUTSIDE AFD 
BANK - DURING 
REMOVAL

5.5 100 0.0020.002

0910-07

031435223-0007

1580.00 <7.019/10/2014OUTSIDE BOILER 
ROOM AFD BANK - 
DURING REMOVAL

<5.5 100 <0.0020.002

0910-08

031435223-0008

1570.00 7.019/10/2014OUTSIDE WASTE 
CONTAINER - DURING 
REMOVAL

5.5 100 0.0020.002

0910-09

031435223-0009

<7.01 Field Blank9/10/2014FIELD BLANK <5.5 100

0910-10

031435223-0010

<7.01 Field Blank9/10/2014FIELD BLANK <5.5 100

The results reported have been blank corrected as applicable.

 SCOPE #2 MEIJI TECH MT 5000 SER#139601

Test Report PCM-7.30.2  Printed: 9/12/2014 11:08:57 PM 1

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.25, 21-50 fibers = 0.22, 51-100 fibers = 0.18. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requirements of NELAP unless otherwise noted. Results have been blank corrected as 
applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC-IHLAP Accredited #102581, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AA000170

Initial report from 09/12/2014  23:08:53

http://www.EMSL.com
mailto:manhattanlab@emsl.com


EMSL Analytical, Inc.
307 West 38th Street, New York, NY 10018
Phone/Fax: (212) 290-0051 / (212) 290-0058
http://www.EMSL.com manhattanlab@emsl.com

031435223
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/12/14 10:43 AM

12-243-08/ 71 LUDLOW AVE/ NEWARK, NJ/ DURING REMOVAL

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/12/2014Analysis Date:
9/10/2014Collected:

Text0:The samples in this report were submitted to EMSL for analysis by Fiber Count by Phase Contrast 
Microscopy (PCM), NIOSH 7400 Method, Revision 3, Issue 2, 8/15/94*.  The reference number for these 
samples is the EMSL Order ID above. Please use this reference number when calling about these samples.

Report Comments:

Analysis Completed Date: 9/12/2014

Sample Receipt Date:: 9/12/2014 Sample Receipt Time: 10:43 AM

Analysis Completed Time: 11:07 PM

Analyst(s):

 SCOPE #2 MEIJI TECH MT 5000 SER#139601

Emmanuel Velez PCM (10)

James Hall, Laboratory Manager
or other approved signatory

Samples reviewed and approved by:

Test Report PCM-7.30.2  Printed: 9/12/2014 11:08:58 PM 2THIS IS THE LAST PAGE OF THE REPORT.

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.25, 21-50 fibers = 0.22, 51-100 fibers = 0.18. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requirements of NELAP unless otherwise noted. Results have been blank corrected as 
applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC-IHLAP Accredited #102581, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AA000170

Initial report from 09/12/2014  23:08:53

http://www.EMSL.com
mailto:manhattanlab@emsl.com


OrderID: 031435223
Page 1 Of 

2



OrderID: 031435223
Page 2 Of 

2





EMSL Analytical, Inc.
307 West 38th Street, New York, NY 10018
Phone/Fax: (212) 290-0051 / (212) 290-0058
http://www.EMSL.com manhattanlab@emsl.com

031436198
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

Attn: G. GILMORE
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/19/14 10:33 AM

12-243-08/ 71 LUDLOW AVE., NEWARK, NJ/ DURING

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/20/2014Analysis Date:
9/17/2014Collected:

Sample
Volume
(liters)

Fibers/
mm²Fibers

LOD
(fib/cc) NotesLocation FieldsSample Date

Fibers/
cc

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 
Revision 3, Issue 2, 8/15/94*

0917-01

031436198-0001

610.00 <7.019/17/2014IWA, MIDDLE/WEST 
DOOR

<5.5 100 <0.0040.004

0917-02

031436198-0002

610.00 12.19/17/2014IWA, HALLWAY-CENTER 9.5 100 0.0080.004

0917-03

031436198-0003

610.00 <7.019/17/2014OWA, DECON/ EXHAUST <5.5 100 <0.0040.004

0917-FB01

031436198-0004

<7.01 Field Blank9/17/2014FIELD BLANK <5.5 100

0917-FB02

031436198-0005

<7.01 Field Blank9/17/2014FIELD BLANK <5.5 100

The results reported have been blank corrected as applicable.

Test Report PCM-7.30.2  Printed: 9/20/2014 10:14:53 AM 1

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.25, 21-50 fibers = 0.22, 51-100 fibers = 0.18. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requirements of NELAP unless otherwise noted. Results have been blank corrected as 
applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC-IHLAP Accredited #102581, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AA000170

Initial report from 09/20/2014  10:14:50

http://www.EMSL.com
mailto:manhattanlab@emsl.com


EMSL Analytical, Inc.
307 West 38th Street, New York, NY 10018
Phone/Fax: (212) 290-0051 / (212) 290-0058
http://www.EMSL.com manhattanlab@emsl.com

031436198
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

Attn: G. GILMORE
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/19/14 10:33 AM

12-243-08/ 71 LUDLOW AVE., NEWARK, NJ/ DURING

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/20/2014Analysis Date:
9/17/2014Collected:

Text0:The samples in this report were submitted to EMSL for analysis by Fiber Count by Phase Contrast 
Microscopy (PCM), NIOSH 7400 Method, Revision 3, Issue 2, 8/15/94*.  The reference number for these 
samples is the EMSL Order ID above. Please use this reference number when calling about these samples.

Report Comments:

Analysis Completed Date: 9/20/2014

Sample Receipt Date:: 9/19/2014 Sample Receipt Time: 10:33 AM

Analysis Completed Time: 2:08 AM

Analyst(s):

Feng Liang PCM (5)

James Hall, Laboratory Manager
or other approved signatory

Samples reviewed and approved by:

Test Report PCM-7.30.2  Printed: 9/20/2014 10:14:54 AM 2THIS IS THE LAST PAGE OF THE REPORT.

Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers = 0.25, 21-50 fibers = 0.22, 51-100 fibers = 0.18. Inter-laboratory Sr values (Average of EMSL round robin data) = 0.29. The 
laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  This report relates only to the samples reported above. This report may not 
be reproduced, except in full, without written approval by EMSL. The test results contained within this report meet the requirements of NELAP unless otherwise noted. Results have been blank corrected as 
applicable. Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. New York, NY AIHA-LAP, LLC-IHLAP Accredited #102581, NYS ELAP 11506, NJ NY022, CT PH-0170, MA AA000170

Initial report from 09/20/2014  10:14:50

http://www.EMSL.com
mailto:manhattanlab@emsl.com


OrderID: 031436198
Page 1 Of 

2



OrderID: 031436198
Page 2 Of 

2





EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/12/14 3:45 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/13/2014Analysis Date:
9/12/2014Collected:

051404226
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

Asbestos
Concentration 

(S/mm²)         (S/cc)Sample
Volume
(Liters)

Asbestos 
Type(s) ≥5µ

# Structures Analytical
Sensitivity

(S/cc)0.5µ < 5µ

Area
Analyzed

(mm²)
Non
Asb ≥Location

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) 
Performed by EPA 40 CFR  Part 763 Appendix A to Subpart E

0912-01

051404226-0001

1200.00 <13.00None Detected10.0768 <0.00420.0042IWA, North East Boiler 
Room

0912-02

051404226-0002

1210.00 <16.00None Detected10.0640 <0.00500.0050IWA, North West Boiler 
Room

0912-03

051404226-0003

1210.00 <16.00None Detected00.0640 <0.00500.0050IWA, Boiler Room Exterior 
Electric Room

0912-04

051404226-0004

1210.00 10.0640 0.0050IWA, Middle Hallway Chrysotile 1 1 31.00 0.0099

0912-05

051404226-0005

1220.00 00.0640 0.0049IWA, Storage Room 
Entrance

Chrysotile 2 0 31.00 0.0099

Chaiyut Sae Lao,  Laboratory Manager
or other approved signatory

Test Report TEMAHERAver1-7.26.0  Printed: 9/13/2014 1:29:47 PM 1

Analyst(s)

THIS IS THE LAST PAGE OF THE REPORT.

EMSL maintains liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL.  EMSL bears no 
responsibility for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client.  This report must not be used to claim product 
certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government.  Results reported in both structures/cm3 and structures/mm2 are dependent on the volume of air sampled 
and measured by non-laboratory personnel are not the responsibility of EMSL and are not covered by the laboratory's NVLAP accreditation. Samples received in good condition unless otherwise noted.  
Estimated accuracy, precision and uncertainty data available upon request.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NVLAP Lab Code 101048-2, NJ NELAC 12037

Susan Pollack (5)

Initial report from 09/13/2014  13:29:47

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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EMSL Analytical, Inc.
1056 Stelton Road, Piscataway, NJ 08854
Phone/Fax: (732) 981-0550 / (732) 981-0551
http://www.EMSL.com piscatawaylab@emsl.com

Attn: Gavin Gilmore
Matrix New World Engineering
26 Columbia Turnpike
Florham Park, NJ 07932

Received: 09/22/14 3:00 PM

12-243-08 / 71 Ludlow Ave, Newark, NJ

Fax: (973) 240-1818
Phone: (973) 240-1800

Project:

9/23/2014Analysis Date:
9/22/2014Collected:

051404375
CustomerID: MATX53
CustomerPO:
ProjectID:

EMSL Order:

Asbestos
Concentration 

(S/mm²)         (S/cc)Sample
Volume
(Liters)

Asbestos 
Type(s) ≥5µ

# Structures Analytical
Sensitivity

(S/cc)0.5µ < 5µ

Area
Analyzed

(mm²)
Non
Asb ≥Location

Test Report: Asbestos Fiber Analysis by Transmission Electron Microscopy (TEM) 
Performed by EPA 40 CFR  Part 763 Appendix A to Subpart E

0922-01
051404375-0001

1294.00 <16.00None Detected00.0640 <0.00460.0046IWA, SW Office

0922-02
051404375-0002

1294.00 <16.00None Detected00.0640 <0.00460.0046IWA, SW Outer Office

0922-03
051404375-0003

1294.00 <16.00None Detected00.0640 <0.00460.0046IWA, Middle of Lower Hall

0922-04
051404375-0004

1294.00 <16.00None Detected00.0640 <0.00460.0046IWA, Middle of Hall

0922-05
051404375-0005

1294.00 <16.00None Detected00.0640 <0.00460.0046IWA, North End of Hall

Nicholas Maslowski
or other approved signatory

Test Report TEMAHERAver1-7.26.0  Printed: 9/23/2014 2:16:42 PM 1

Analyst(s)

THIS IS THE LAST PAGE OF THE REPORT.

EMSL maintains liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL.  EMSL bears no 
responsibility for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client.  This report must not be used to claim product 
certification, approval, or endorsement by NVLAP, NIST, or any agency of the federal government.  Results reported in both structures/cm3 and structures/mm2 are dependent on the volume of air sampled 
and measured by non-laboratory personnel are not the responsibility of EMSL and are not covered by the laboratory's NVLAP accreditation. Samples received in good condition unless otherwise noted.  
Estimated accuracy, precision and uncertainty data available upon request.
Samples analyzed by EMSL Analytical, Inc. Piscataway, NJ NYS ELAP 11423, NVLAP Lab Code 101048-2, NJ NELAC 12037, Philadelphia 289

Justin Senerchia (5)

Initial report from 09/23/2014  14:16:42

http://www.EMSL.com
mailto:piscatawaylab@emsl.com
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